NOTES:

1. ALL PLUGS SHALL BE CONCRETE OR BRICK AND MORTAR.
2. SEWER LATERALS LARGER THAN 12" IN DIAMETER SHALL BE PLUGGED AND PAIRED WITH SUMMIT AS SPECIFIED IN SEWER STANDARD SPECIFICATIONS CHARTER 3.
3. SEWER LATERALS SMALLER THAN 12" IN DIAMETER SHALL BE PLUGGED AS SPECIFIED IN SEWER STANDARD SPECIFICATIONS CHARTER 3.
4. PLUG SEWER LATERAL AT LOCATIONS "A", "B", "C", AND "D".

APPLICABLE TO BOTH COMBINED AND SANITARY SEWER SYSTEMS