SEWER LATERAL CONNECTION TO MANHOLE

NOTE:
1. SEWER LATERAL CONNECTIONS SHALL BE FLUSH WITH HORIZONTAL OR MANHOLE WALL.
2. SEWER LATERAL CONNECTIONS SHALL BE MINIMUM 5 FT FROM PREVIOUS MANHOLE SEWER SECTIONS JOINED.
3. WHERE MORE THAN THREE LATERAL CONNECTIONS INTO A MANHOLE WILL REQUIRE REVIEW AND APPROVAL BY OFFICE.

APPLICABLE TO BOTH COMBINED AND SANITARY SEWER SYSTEMS